<table>
<thead>
<tr>
<th>CustomerSampleNumber</th>
<th>Description</th>
<th>Lead Result</th>
<th>Units</th>
<th>Resampled** 9/27/16</th>
</tr>
</thead>
<tbody>
<tr>
<td>73200-A229-S1</td>
<td>Sink in Laboratory A229</td>
<td>1.0</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A229-S2</td>
<td>Sink in Laboratory A229</td>
<td>7.7</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A229-S3</td>
<td>Sink in Laboratory A229</td>
<td>2.5</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A229-S4</td>
<td>Sink in Laboratory A229</td>
<td>1.4</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A229-S5</td>
<td>Sink in Laboratory A229</td>
<td>3.0</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A229-S6</td>
<td>Sink in Laboratory A229</td>
<td>2.9</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A229-S7</td>
<td>Sink in Laboratory A229</td>
<td>2.1</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A23-S1</td>
<td>Sink in Laboratory A229</td>
<td>7.7</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A23-S2</td>
<td>Sink in Laboratory A229</td>
<td>7.8</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A23-S3</td>
<td>Sink in Laboratory A229</td>
<td>3.8</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A23-S4</td>
<td>Sink in Laboratory A229</td>
<td>3.2</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A23-S5</td>
<td>Sink in Laboratory A229</td>
<td>2.2</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A215-S1</td>
<td>Sink in Laboratory A215</td>
<td>4.9</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A215-S2</td>
<td>Sink in Laboratory A215</td>
<td>1.1</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A215-S3</td>
<td>Sink in Laboratory A215</td>
<td>1.3</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A215-S4</td>
<td>Sink in Laboratory A215</td>
<td>1.7</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A215-S5</td>
<td>Sink in Laboratory A215</td>
<td>2.2</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A215-S6</td>
<td>Sink in Laboratory A215</td>
<td>0.9</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S1</td>
<td>Sink in Laboratory A215</td>
<td>0.6</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S2</td>
<td>Sink in Laboratory A215</td>
<td>0.6</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S3</td>
<td>Food Service Sink-Sprayer</td>
<td>7.0</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S4</td>
<td>Food Service Sink-Sprayer</td>
<td>1.6</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S5</td>
<td>Food Service Sink-Sprayer</td>
<td>1.9</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S6</td>
<td>Food Service Sink-Sprayer</td>
<td>1.6</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S7</td>
<td>Food Service Sink-Hand Sink</td>
<td>8.5</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S8</td>
<td>Food Service Sink-Hand Sink</td>
<td>1.3</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S9</td>
<td>Food Service Sink-Hand Sink</td>
<td>0.9</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S10</td>
<td>Food Service Sink-Hand Sink</td>
<td>0.8</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S11</td>
<td>Food Service Sink-Hand Sink</td>
<td>0.6</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S12</td>
<td>Hallway Water Bottle Filling Station outside of Cafeteria and across from Large Gym</td>
<td>&lt;0.1*</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S13</td>
<td>Hallway Drinking Fountain outside of Cafeteria and across from Large Gym</td>
<td>&lt;0.1*</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S14</td>
<td>Hallway Drinking Fountain across from Classroom D109 and D111</td>
<td>0.2</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S15</td>
<td>Sink in Classroom D106</td>
<td>13.8</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S16</td>
<td>Sink in Classroom D106</td>
<td>0.3</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S17</td>
<td>Sink in Classroom D106</td>
<td>0.2</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S18</td>
<td>Sink in Classroom D106</td>
<td>0.2</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S19</td>
<td>Sink in Classroom D106</td>
<td>0.6</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S20</td>
<td>Sink in Classroom D106</td>
<td>9.9</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S21</td>
<td>Sink in Classroom D106</td>
<td>0.3</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S22</td>
<td>Sink in Classroom D106</td>
<td>0.5</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S23</td>
<td>Sink in Classroom D106</td>
<td>0.3</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S24</td>
<td>Sink in Classroom D106</td>
<td>15.4</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S25</td>
<td>Sink in Art Room C110</td>
<td>7.6</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S26</td>
<td>Sink in Art Room C110</td>
<td>4.5</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S27</td>
<td>Sink in Art Room C110</td>
<td>3.2</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S28</td>
<td>Sink in Art Room C108</td>
<td>8.8</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S29</td>
<td>Sink in Art Room C108</td>
<td>0.4</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S30</td>
<td>Sink in Art Room C108</td>
<td>0.5</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S31</td>
<td>Sink in Art Room C108</td>
<td>0.8</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S32</td>
<td>Sink in Art Room C108</td>
<td>1.5</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S33</td>
<td>Sink in Art Room C108</td>
<td>2.5</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S34</td>
<td>Sink in Art Room C108</td>
<td>0.7</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S35</td>
<td>Sink in Art Room C108</td>
<td>0.4</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S36</td>
<td>Sink in Art Room C108</td>
<td>0.7</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S37</td>
<td>Hallway Drinking Fountain near Art Rooms</td>
<td>1.2</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S38</td>
<td>Sink in Planning Room E115</td>
<td>0.7</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S39</td>
<td>Sink in Kitchen Classroom E103</td>
<td>0.4</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S40</td>
<td>Sink in Kitchen Classroom E103</td>
<td>0.4</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S41</td>
<td>Sink in Kitchen Classroom E103</td>
<td>0.4</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S42</td>
<td>Sink in Kitchen Classroom E103</td>
<td>0.4</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S43</td>
<td>Sink in Kitchen Classroom E103</td>
<td>0.3</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S44</td>
<td>Sink in Kitchen Classroom E103</td>
<td>0.2</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S45</td>
<td>Sink in Kitchen Classroom E103</td>
<td>0.4</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S46</td>
<td>Sink in Kitchen Classroom E103</td>
<td>1.2</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>73200-A25-S47</td>
<td>Hallway Drinking Fountain across from Office E107/Left</td>
<td>0.2</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>Code</td>
<td>Location</td>
<td>Contaminant</td>
<td>ppb</td>
<td></td>
</tr>
<tr>
<td>--------------------</td>
<td>--------------------------------------------------------------------------</td>
<td>-------------</td>
<td>-----</td>
<td></td>
</tr>
<tr>
<td>73200-E108H-DFL</td>
<td>Hallway Drinking Fountain across Classroom E105/Left</td>
<td>0.1</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-E108H-DFR</td>
<td>Hallway Drinking Fountain across Classroom E105/Right</td>
<td>0.2</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-B119-S</td>
<td>Sink in Computer Room B119</td>
<td>1.2</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A119H-DF</td>
<td>Hallway Drinking Fountain outside of Classroom A120</td>
<td>1.9</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-B141-S</td>
<td>Food Service Sink</td>
<td>0.4</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-B103-S</td>
<td>Sink in Office B103</td>
<td>9.9</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-101.2-S</td>
<td>Sink in Gym</td>
<td>1.7</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-C131H-DF</td>
<td>Hallway Drinking Fountain outside of Dance Classroom C111</td>
<td>0.7</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A220-S1</td>
<td>Sink in Laboratory A220</td>
<td>1.9</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A220-S2</td>
<td>Sink in Laboratory A220</td>
<td>1.3</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A220-S3</td>
<td>Sink in Laboratory A220</td>
<td>4.7</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A220-S4</td>
<td>Sink in Laboratory A220</td>
<td>7.1</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A220-S5</td>
<td>Sink in Laboratory A220</td>
<td>2.2</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-E200-DF</td>
<td>Drinking Fountain in Weight Room</td>
<td>0.1</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-C231H-DFL</td>
<td>Hallway Drinking Fountain outside of Weight Room/Left</td>
<td>0.5</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-C231H-DFR</td>
<td>Hallway Drinking Fountain outside of Weight Room/Right</td>
<td>0.2</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-C201.1-S</td>
<td>Sink in Laboratory A202</td>
<td>4.8</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-C212-S</td>
<td>Sink in Classroom C212</td>
<td>4.7</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-C212-S</td>
<td>Sink in Computer Room C212</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-B285H-DF</td>
<td>Hallway Drinking Fountain outside of Classroom C214</td>
<td>1.6</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-C200-S1</td>
<td>Sink in Technology Lab C200</td>
<td>5.9</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A200H-DFL</td>
<td>Hallway Drinking Fountain outside of Laboratory A202/Left</td>
<td>&lt;0.1 *</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-E212H-DFL</td>
<td>Hallway Drinking Fountain across from Office E207/Left</td>
<td>0.2</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-E212H-DFR</td>
<td>Hallway Drinking Fountain across from Office E207/Right</td>
<td>0.2</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-E208H-DFL</td>
<td>Hallway Drinking Fountain across from Classroom E205/Left</td>
<td>0.1</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-C209.1-IM</td>
<td>Ice Machine in Training Room</td>
<td>&lt;0.1 *</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-C201.1-S</td>
<td>Sink in Office by Locker Room</td>
<td>4.8</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-C217H-DFL</td>
<td>Hallway Drinking Fountain by Vocal Music Room C219/Left</td>
<td>0.3</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-C217H-DFR</td>
<td>Hallway Drinking Fountain by Vocal Music Room C219/Right</td>
<td>0.1</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-C212-S1</td>
<td>Sink in Laboratory A220</td>
<td>1.0</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-C212-S2</td>
<td>Sink in Laboratory A220</td>
<td>0.2</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-C212-S3</td>
<td>Drinking Fountain in Voc Lab C211</td>
<td>0.5</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-C225-S1</td>
<td>Sink in Voc Lab C225</td>
<td>0.6</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-C225-S2</td>
<td>Sink in Voc Lab C225</td>
<td>2.3</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-C225-S3</td>
<td>Sink in Voc Lab C225</td>
<td>0.7</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-D207XH-DF</td>
<td>Hallway Drinking Fountain outside of Classroom D209</td>
<td>1.6</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-C200-S1</td>
<td>Sink in Technology Lab C200</td>
<td>5.9</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-C200-S2</td>
<td>Sink in Laboratory A202</td>
<td>0.9</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A202-S3</td>
<td>Sink in Laboratory A202</td>
<td>0.8</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A202-S4</td>
<td>Sink in Laboratory A202</td>
<td>1.4</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A202-S5</td>
<td>Sink in Laboratory A202</td>
<td>1.4</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A204-S1</td>
<td>Sink in Laboratory A204</td>
<td>0.5</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A204-S2</td>
<td>Sink in Laboratory A204</td>
<td>0.5</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A204-S3</td>
<td>Sink in Laboratory A204</td>
<td>1.1</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A204-S4</td>
<td>Sink in Laboratory A204</td>
<td>0.5</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A204-S5</td>
<td>Sink in Laboratory A204</td>
<td>0.8</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A206-S1</td>
<td>Sink in Laboratory A206</td>
<td>16.3</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A206-S2</td>
<td>Sink in Laboratory A206</td>
<td>1.1</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A206-S3</td>
<td>Sink in Laboratory A206</td>
<td>0.6</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A206-S4</td>
<td>Sink in Laboratory A206</td>
<td>2.3</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A206-S5</td>
<td>Sink in Laboratory A206</td>
<td>0.9</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A204-1-S</td>
<td>Sink in Prep/Work Room A204.1</td>
<td>3.1</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A231-S1</td>
<td>Sink in Science Prep Room A231</td>
<td>5.5</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A231-S2</td>
<td>Sink in Science Prep Room A231</td>
<td>3.5</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A231-IM</td>
<td>Ice Machine in Science Prep Room A231</td>
<td>0.6</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A210-S1</td>
<td>Sink in Laboratory A210</td>
<td>14.4</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A210-S2</td>
<td>Sink in Laboratory A210</td>
<td>3.7</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A212-S3</td>
<td>Sink in Laboratory A212</td>
<td>3.8</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A212-S4</td>
<td>Sink in Laboratory A212</td>
<td>2.1</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A212-S5</td>
<td>Sink in Laboratory A212</td>
<td>4.6</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A212-S1</td>
<td>Sink in Laboratory A212</td>
<td>1.1</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A212-S2</td>
<td>Sink in Laboratory A212</td>
<td>0.7</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A212-S3</td>
<td>Sink in Laboratory A212</td>
<td>3.1</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A212-S4</td>
<td>Sink in Laboratory A212</td>
<td>2.2</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A212-S5</td>
<td>Sink in Laboratory A212</td>
<td>4.2</td>
<td></td>
<td></td>
</tr>
<tr>
<td>73200-A215XH-DF</td>
<td>Hallway Drinking Fountain across from Laboratory A215</td>
<td>0.5</td>
<td></td>
<td></td>
</tr>
<tr>
<td>Location</td>
<td>Carbonated Water</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>--------------------------------</td>
<td>-------------------</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Sink in Laboratory A214</td>
<td>2.6 ppb</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Sink in Laboratory A214</td>
<td>2.2 ppb</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Sink in Laboratory A214</td>
<td>1.5 ppb</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Sink in Laboratory A214</td>
<td>2.4 ppb</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Sink in Laboratory A214</td>
<td>5.3 ppb</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Sink in Laboratory A216</td>
<td>5.3 ppb</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Sink in Laboratory A216</td>
<td>1.5 ppb</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Sink in Laboratory A216</td>
<td>1.5 ppb</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Sink in Laboratory A216</td>
<td>1.0 ppb</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Sink in Laboratory A216</td>
<td>2.2 ppb</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Sink in Laboratory A216</td>
<td>0.8 ppb</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Sink in Laboratory A218</td>
<td>0.8 ppb</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Sink in Laboratory A218</td>
<td>2.0 ppb</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Sink in Laboratory A218</td>
<td>1.3 ppb</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Sink in Laboratory A218</td>
<td>1.4 ppb</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Sink in Laboratory A218</td>
<td>1.5 ppb</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Sink in Laboratory A227</td>
<td>1.5 ppb</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Sink in Laboratory A227</td>
<td>0.8 ppb</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Sink in Laboratory A227</td>
<td>3.1 ppb</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Sink in Laboratory A227</td>
<td>1.3 ppb</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Sink in Laboratory A227</td>
<td>0.8 ppb</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Sink in Laboratory A227</td>
<td>1.3 ppb</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Sink in Laboratory A227</td>
<td>4.3 ppb</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Sink in Science Prep Room A205</td>
<td>10.0 ppb</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Sink in Science Prep Room A205</td>
<td>1.8 ppb</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Drinking Fountain on 2nd Floor near restroom/stairs by Technology Lab C200</td>
<td>&lt;0.1*** ppb</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Sink in Store</td>
<td>1.2*** ppb</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Sink in Store</td>
<td>2.2*** ppb</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Sink in Store</td>
<td>0.4*** ppb</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

* This result is less than 0.1 ppb, which is the lowest level that can be reported by the lab.
** Resampling results after elevated fixtures were repaired, or removed and replaced.
*** This fixture was sampled on 1/19/17.